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DEMOLISH EXISTING DUCTWORK

AND REFRIGERANT RISERS DOWN

TO 6TH FLOOR, PATCH
STRUCTURE AS REQUIRED. =

| j=——DEMOLISH EXISTING CONDENSING

||_—=—=—:|:_—=_=_=:|—L
DEMOLISH EXISTING EXHAUST

FAN, ALONG WITH ROOF CURB,
DUCTWORK, ASSOCIATED
CONTROLS AND POWER WIRING.

p

UNIT, ALONG WITH ROOF CURB,
REFRIGERANT PIPING, ASSOCIATED
CONTROLS AND POWER WIRING.

ROOF WORK AND PATCHING IS

TO BE PERFORMED BY A
CERTIFIED MANVILLE CONTRACTOR

(TYPICAL)

2 PARTIAL MECHANICAL DEMO

LITION PLAN - ROOF

SCALE: 1/8"=1/-0"

DEMOLISH EXISTING AIR TERMINALS
HIGH/LOW PRESSURE DUCTWORK,
TERMINAL BOX, AND ASSOCIATED

CONTROLS IN ROOMS 7E24, 28, 30,
32, 36 &.CORRIDOR:y —

DEMOLISH EXISTING DUCTWORK AND
REFRIGERANT RISERS TO ROOF,
PATCH STRUCTURE AS REQUIRED.
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DEMOLISH EXISTING STEAM RADIATOR, COVER AND ALL ——=1

CONDENSATE PIPING 6" PAST FLOOR SLAB INTO CEILING u

G =

ASSOCIATED CONTROLS. DEMOLISH STEAM AND I

OF FLOOR BELOW, CAP AND SEAL. (TYPICAL)

ON
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DEMOLISH EXISTING ISOLATION ROOM AHU, N\ / o B0 b o OLEn s o o oo o o ss=zE=EE
INCLUDING; HIGH PRESSURE DUCTWORK, N == =
STEAM EQUIPMENT, ELECTRICAL AND ) A M T — — — e — i — e — L Zrae UL 1 _BED
ASSOCIATED CONTROLS IN ROOMS 7E32 & e
6E32. REFER TO ARCHITECTURAL DRAWINGS M —————— e e e e e e e e Bt — -
FOR LOUVER DEMOLITION. —— R et
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2’ DEMOLISH EXISTING FAN COIL UNIT
—Lv AND ALL ASSOCIATED CONTROLS AND
ﬁ CHWS/R PIPING BACK TO MAIN LOOP,

|1 CAP AND SEAL.  (TYPICAL)

DEMOLISH--EXISTING
CHWS/R LOOP

& & & © o @ & N

MECHANICAL DEMOLITION PLAN - 7E

SCALE: 1/8"=1"-0"

SPRINKLER PIPING
ELECTRICAL CONDUIT

[ PLUMBING VENT AND SUPPLY PIPING |

HVAC | HVAC PIPING | HVAC

PLUMBING WASTE/ROOF DRAINAGE

/0 o\

CEILING SYSTEM

/RECESSED LIGHT FIXTURES \

— !

FULLY SPRINKLERED
FOR CONSTRUCTION
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